Copy of 14-118 Improve Patient Entry Access - Brand Name or Equal List

Division Section

9 09 06 00
22 221423
23 232113
23 232113
23 235700
23 238333
26 265100
26 265600
26 265600
26 265600
26 265600
26 265600
27 275600
28 275600
27 271200
32 323000
32 32 8400

Section Name

Schedule for Finishes
Facility Storm Drainage
Hydronic Piping

Hydronic Piping

Heat Exchangers for HVAC
Convection Heating and Cooling Units
Interior Lighting

Exterior Lighting

Exterior Lighting

Exterior Lighting

Exterior Lighting

Exterior Lighting

Exterior Lighting

Exterior Lighting
Test equipment

Site Furnishings
Planting Irrigation

Equipment/Product

Various see spec section

Roof Drain

Air Separator Schedule

Expansion Tank

Heat Exchanger

Finned Tube Radiation

D1 2" Recessed down Light

D2 2" Recessed down Light

D3 2.5" Recessed adjustable down light
D4 4" Recessed adjustable down light
W1 Wall mounted surface washer
W2 Wall mounted sconce

W3 2" Recessed Wall mounted

AA1 LED Sight Lighting

Location in
Spec

all

2.4
2.13
2.13
2.2

2.2

2.1
2.4/2.5
2.4/2.5
2.4/2.5
2.4/2.5
2.4/2.5
2.4/2.5
2.3/2.4/2.5

Copper cable test equipment, fiber optic test equ 1.7D

Bench
Sprinkler heads

2.1

Specified Manufacturer

various see spec section
Josam

Bell and Gossett

Bell and Gossett

Bell and Gossett
Modine

Lumenpulse
Lumenpulse
Lumenpulse
Lumenpulse

BEGA

BEGA

Focal Point

Williams

Fluke, Ideal Technologies, JDSU
Victor Stanley

Hunter

Selection Type

Or Approved Equal
Or Approved Equal
Or Approved Equal
Or Approved Equal
Or Approved Equal
Or Approved Equal
Or Approved Equal
Or Approved Equal
Or Approved Equal
Or Approved Equal
Or Approved Equal
Or Approved Equal
Or Approved Equal

Or Approved Equal
Or Approved Equal

Or Approved Equal
Or Approved Equal

Meet noted spec section and samples approved by FM staff

Meet Specificaiton section 2.4

Meet Equipment Specificaiton section
Meet Equipment Specificaiton section
Meet Equipment Specificaiton section
Meet Equipment Specificaiton section
Meets Fixture specifications

Meets Fixture specifications

Meets Fixture specifications

Meets Fixture specifications

Meets Fixture specifications

Meets Fixture specifications

Meets Fixture specifications

Meets Fixture specifications
Meet Specificaiton section 1.7

Meets specification section 32 30 00.2.1

Notes

PRINTED 3/7/2016

Meets specification section 32 30 00.Part 2 and be compatable with existing facility sprinkler system.



